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HISTORY

x Total Coliform Rule - 1990
+ Sanitary Survey Every Five Years

% Interim Enhanced Surface Water Treatment Rule -

2002
+ Community Systems - 3 years
+ Non-Community Systems - 5 years

+ Address the Eight Survey Elements of the 1995
EPA/State Guidance

+ Identify Significant Deficiencies

+ PWS Respond in Writing to Significant Deficiencies

HISTORY

x Ground Water Rule - 2010
+ Community Systems - 3 years
+ Non-Community Systems - 5 years
+ Surveys Cover 8 Elements
+ Identify Significant Deficiencies

+ System Consult with State within 30 days of
Notification of Significant Deficiency

+ Correct Significant Deficiency within 120 days

+ Report Correction of Significant Deficiency




EIGHT ELEMENTS
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1. Source
Protection
Physical Components and Condition
2. Treatment
Distribution System
Finished Water Storage

—

EIGHT ELEMENTS

Pumps/Pump Facilities and Controls
Monitoring/Reporting/Data Verification

Water System Management/Operations

8. Operator Compliance with State Requirements

I

DEFICIENCIES

x LAC Title 51 - State Sanitary Code
+ Part XIl - Water Supplies
x Recommended Standards for Water Works, 2003 Edition
+ Part XIV - State Plumbing Code
x LAC Title 48 - Public Health General
+ Part V Subpart 21 - Operator Certification
x LAC Title 56 - Public Works
+ Part | - Water Wells




SIGNIFICANT DEFICIENCIES

% Failure to Correct a Significant Deficiency

+ Treatment Technique Violation
x Tier 2 Public Notice

x Uncorrected Significant Deficiencies

+ Special Notice
x Nature of Significant Deficiency and Date
x State-approved plan and schedule, including interim
measures completed (if process ongoing)
x Repeat Annually until Corrected (C & NC)
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STATE PRIMACY REQUIREMENTS

x 40CFR 142.10 (b) (2) - A systematic program
for conducting sanitary surveys of public water
systems in the State, with priority given to
sanitary surveys of public water systems not in
compliance with State primary drinking water

regulations

SANITARY SURVEY TOOL

x Purchased SWIFT (Safe Water Information Field

Tool)

+ Electronic Reporting of Sanitary Survey Site Visits
Including Inventory Changes and Deficiencies

+ Migrate into SDWIS/STATE

+ Aid in Standardization of Sanitary Surveys
Statewide

+ Development of Standard Operating Procedures
(SOP)

+ Pre-Defined Significant Deficiencies
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SANITARY SURVEY ENFORCEMENT

x Sanitary Survey Report
+ Issued Within 30 Days Completion of Survey
+ Contains Notice of Violation for Deficiencies
+ Gives 60 Days to Submit Written Notice of
Correction of Deficiencies or Submit Request for
Time Extension
x If No Written Response Received Then Treatment
Technique Violation Will be Issued
x Conduct Some Re-Inspections for Verification
x If Deficiencies are Not Corrected Within 120 Days Then
an Administrative Order May be Issued

FUTURE REGULATIONS

x Revised Total Coliform Rule
+ Looking at “Sanitary Defects”
x Not Necessarily a Significant Deficiency.
x EPA Focusing on Treatment Technique for
Microbial Compliance Rather than Monitoring
for MCL Compliance
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